
ABOVE GROUND 1,000-GALLON
FIBERGLASS SETTLING TANK

2" PVC SCH. 40
DELIVERY LINE

ABOVE GROUD 1,500-GALLON FIBERGLASS
RECIRCULATION TANK

UV DISINFECTION
UNIT

4" ABS GRAVITY LINE (TYP.)

2" SCH. 40 PVC DRIP DISPOSAL AREA:

• 4,050 FT² TOTAL
• 3 ZONES @ 1,350 FT²

DRIP TUBING:

• PC 1.02 GPH
• 24" SPACING

P PUV

4" ABS
GRAVITY LINE

#1 #2

ECO-MACHINE CONSTRUCTED
WETLANDS CELLS (TYP.)

24" x 48" VAULT WITH
SOLIDS HANDLING PUMP

4" ABS GRAVITY LINE

P

AX20 POD

2" SCH. 40 PVC

BALL VALVE (TYP.)

ABOVE GROUND 500-GALLON
PUMP CHAMBER

ECO-CENTER CLASSROOM

TANK AND TREATMENT AREA IN GREENHOUSE (SEE SHEET #2)

1" SCH 40 PVC DELIVERY AND RETURN LINE
TO PUMP STATION #3

DRIP DISPERSAL AREA (SEE SHEET #5)

Notes

Eco Center At Heron's Head Park

Location Map
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Process Schematic (Not To Scale)
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FIXED WINDOW TYP.
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ACCESSIBLE RAMP
W/ HANDRAILS
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2" PVC SCHO 40 PRESSURE DELIVERY
LINE TO PRIMARY SETTLING TANK

TO RUN IN FNT. TRENCH

DUPLEX SOLIDS HANDLING PUMP STATION
IN 24" (DEEP) X 48" (DIA) FIBERGLASS VAULT

P1

24" PVC RISER WITH GASKETED FIBERGLASS LID
DUPLEX PUMPING SYSTEM

500-GALLON FIBERGLASS
ORENCO FRP DOSING TANK
(ABOVE GROUND)

1,000-GALLON FIBERGLASS
ORENCO FRP SETTLING TANK
(ABOVE GROUND)

UV UNIT

2" FILTRATE DISCHARGE
LINE

2" GATE VALVE (TYP.)

1,500-GALLON ORENCO FULLY
ASSEMBLED PACKAGE (FAP) RECIRC. TANK

4" SCH 80 GRAVITY LINE

7' X 7' X 3' FOUNDATION "TUB"
FOR PUMP CHAMBER

2'
14'

6'

WATER FEATURE

WETLAND CELL #2WETLAND CELL #1

8'-9"' 8'-9"'

22''

4'-6"'

4" ABS SCH 80
GRAVITY LINE

HEADWORKS BOX

TO WETLAND; SEE SHEET #4 FOR
INLET ORIENTATION

1/
4"

 =
 1

'  
/ A

R
C

H
D

2 
 O

F
7

TR
E

A
TM

E
N

T 
&

 D
IS

P
E

R
S

A
L 

TA
N

KS
 A

N
D

 P
LU

M
B

IN
G

S
IT

E
 P

LA
N

1/2'

1/4'

1/8'

0'

SCALE: 1/4" = 1'

P
.O

. B
O

X
 6

59
3

A
lb

an
y,

C
A 

94
70

6

I

G

TS

E
G

OL
O

R
D E

EGI

R

ST
E

A
FO

R
L

A
I

N
TE

C
O

F
I

TS
AN
O

A
D

IA
H

 S
.

EC
KM

AN

N
o.

 7
48

6
S

C
A

LE
/S

IZ
E

S
H

E
ET

E
C

O
-C

E
N

TE
R

H
E

R
O

N
'S

 H
E

A
D

 P
A

R
K

S
A

N
 F

R
A

N
C

IS
C

O
, C

A
LI

FO
R

N
IA

N
/A

AP
N

04
 - 

20
 - 

20
08

 / 
A

D
A

TE
 / 

R
EV

.

LEGEND

SCALE & NORTH ARROW

APPROXIMATE NORTH*

· Consult Clover Homes / Toby Long Design for foundation "trench" to have pipes.

· Pump Station #1 to be custom designed based on actual elevations of plumbing and finished fnt.

· All above ground lines to be cast iron or Sch 80 dictated by local code

NOTES


